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Some History
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Alyeska Pipeline, 1975-77 

The first major use of thermosyphon-like 

heat pipes to cool permafrost   
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Hospital, Inuvik

A complex design that 

included a warm, below 

ground level, crawl space 

on thick ice-rich till soils 



School--Ross River, Yukon
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A challenging site with thick 

continuous warm permafrost 

to 26 m.  There was no 

reasonable alternative to 

thermosyphons for a structure 

the size of the school given 

the architects functional 

requirements
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Working Group Members  (62% northerners)



Why Do We Need This Standard?
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ÅMany northern structures are not suited to 

conventional above ground design to retain 

permafrost

ÅThe permafrost is warming (climate change)

ÅThermosyphons offset warming passively-no power 

requirements

ÅSystem design/installation is more complex than 

most building professionals realize. Some 

installations have performed poorly.

ÅPoor performance can be linked to evolving 

technology, lack of understanding and ineffective 

monitoring ïa Standard is required.

The Driving Factors



Design Fundamentals
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A thermosyphon is part of a subgrade cooling system.

ñThe three major components to a subgrade cooling system are subgrade 

insulation, non-frost susceptible (NFS) fill and thermosyphons.  The insulation 

reduces the heat load on the permafrost, the NFS fill is the structural support for the 

slab and is a heat sink that may partially thaw during summer and the 

thermosyphons are there to pull a yearôs worth of heat out from below the insulation 

during the winter season.  The designer balances these components to fit the project 

conditions.ò



Scope of Standard

Section 1.1 Scope

ñThis standard provides requirements for all lifecycle phases of 

thermosyphon foundations for new buildings in permafrost, 

including site characterization, design, installation, and 

commissioning phases as well as for monitoring and maintenance.

This Standard is meant to ensure the long-term performance of 

thermosyphon-supported foundation systems under changing 

environmental conditions.ò
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Intended Users 

Primary Group:

ÅPlanners and Land Developers

ÅDesign Professionals working in the north

ÅArchitects, civil and geotechnical Engineers

ÅContractors

ÅThermosyphon fabricators/installers

ÅBuilding owners and/or operators

Scope Exclusions

ÅRetrofit of existing buildings

ÅNon- permafrost sites
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Sections 1, 2, 3 Background

Section 1:  Scope and Application

Å Scope ïdescribes requirements for the design/installation/commissioning

Å Objectives ïspecify materials, design guidance, performance expectations

Å Application ïfor Owners, designers, builders, maintainers of new buildings

Å Exclusionsïnon permafrost areas, retrofit of existing buildings, no structures other than 

buildings

Å Terminologyïshall (must), should (recommended), may (optional)

Section 2 Reference Publications

Section 3 Definitions
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Section 4 Performance and Service Life

Performance Requirements

Å Maintain permafrost below foundation elements throughout the 

service life of the structure

Å Establish the design maximum subgrade temperature

Å Set service life requirements 

- Typically 30 years but increasing trend (50 years?)

- Requires a system-wide approach as it is only as good as the 

weakest link
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Section 5 Geotechnical Site Characterization

Basic Requirements for Site Investigation

Å When and how much ïno specific codes (yet)

Å Unique requirements for permafrost 

- Ground temperature (requires some monitoring ïone year)

- Ice content and salinity

Phased Approach ïminimum one year in advance

Å Site history, topography and geomorphology

Å Drilling and sampling

Å Ground temperature data

Å Laboratory testing
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Section 6  System Design I

6.2  Assess Applicability of a Thermosyphon System

Å Confirm permafrost and ground temperature

Å Influence of surface water

Å Thaw-instability risk ïfoundation soils

Å Architectural limitations (crawl spaces and floors on grade)

Å Heated vs. unheated structures

Å Location and constructability

Å Adjacent infrastructure
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Section 6 System Design II

6.3 Thermal Analysis and Modeling

Å Why we need it

- Does the design meet our max. annual temp. criteria at the end of 

design life?  If not what changes are necessary

Å Model input parameters and steps in the process

Å Who should do it

Å Qualifications of the Engineer and necessary documentation 

6.4  Necessary Analytical Tools 

Å 2-D finite element models

Å Input parameters

Å Importance of calibration to available site data (one year min)
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Predicting Future Permafrost Stability
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Geothermal Design, Inuvik Hospital showing predicted warmest 

ground temperatures following 30 years of operation.  

(CSA Technical Guide, Plus 4011-10 Climate Change AdaptationðD. Hayley)



Section 6  System Design III 

6.5 Climate Parameters for System Design 
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ÅFollow Procedures in 

CSA Plus 4011-10



Section 6  System Design IV 

6.6 System Design Integration Considerations 

Å Steps to integrate the foundation system with the structure

Å Site grading ïminimize excavation, maximize drainage away

Å NFS Granular pad requirements and insulation placement

Å Evaporator and radiator layout

Å Piping specifications

Å When liners may be required

Å Final site grading and managing runoff

Å Sumps and underground utilities (septic systems)
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Section 7  Construction and Commissioning

Construction

Å Site Preparation

- Timing for site work in preparation for excavation or pad construction

Å Need to get the thermosyphons operating as soon as possible

Å Development of operating procedures (specifications)

Å Materials handling

Å Installation of evaporator piping

Å Installation of radiators

Å Charging the system

Å Take lots of photographs and measurements of buried pipes

Å Documentation ïboth record and as built data
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Section 8  Monitoring

Most Important ïA Monitoring Plan and Implementation

Å Overall project monitoring  program 

- Visual Inspection

- Ground temperature 

- Structure deformation

Å Post-construction thermosyphon system performance

- Scan radiators for surface temperature annually ïcalibrate emissivity

Å Installed ground temperature instrumentation

- Download data loggers

- Take manual readings as required 

Å Reading frequency ïsemi annual

Å Data review and documentation - annual

Å Roles and responsibilities ïneed a budget for monitoring
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Annex A, B, C

Annex A

Background on thermosyphons

Annex B

Finite Element models in common use for thermal modeling 

of thermosyphon systems (2-dimensional)
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